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UNDERGROUND STRUCTURES 
STANDARDS Issued: 12/06 Rev:  1
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NOTES: 
 

1. Six ½” penta-head stainless steel bolts to be furnished with each cover.  
2. Clearance between cover and frame to be 1/8” all around.  
3. Cover to be interchangeable.  
4. Covers shall be hot dip galvanized.  


